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1 1/2" schedule 80 PVC

rigid metal conduit
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BASE MOUNTED TRAFFIC SIGNAL CONTROLLER CABINET

1 1/2" schedule 80 PVC

rigid metal conduit

Grade level

spacing between ground rods.

or less to ground, with a 10' (min)

Grounding system shall measure 10 ohm

NOTE:
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(4) 3" schedule 80 PVC conduits

Ground wire

Cap any unused conduit (s)
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