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.125 inch ASTM 5052-H32 Aluminum

Stainless steel continous hinge on left
side for door opening

Predrilled holes (4) on back of encloseure
to accept two cabinet mounting brackets.
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STEEL POLE
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TS Splice Box

#6 AWG Ground wire 44\\\\\\$
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NOTES: 1) Splice box to be constructed to provide a weather tight encolsure.
2) All cables shall enter TS splice box through bottom of enclosure

with a water tight fitting.

3) Bushing for cable entrance into enclosure to be liquid tight and

sized per cable used.

(TS) SPLICE BOX MOUNTED ON STEEL OR WOOD POLES
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